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Installation Instructions

It is appropriate that this information is passed on to the users of the installation.
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BetaOpti

The light source shall only be replaced by the
manufacturer or their designated person.

For use in ventilated or 
unventilated spaces
För användning i ventilerade
eller oventilerade utrymme

GB

S

Observera gällande
hanteringsföreskrifter mot
elektrostatisk urladdning.

Det är lämpligt att denna information
överlämnas till användaren av anläggningen.   

It is appropriate that this information 
is passed on to the users of the installation.

Diese informationen sind für den
Benutzer der Anlage vorgesehen.

Nämä ohjeet tulee säilyttää ja luovuttaa 
kiinteistön käyttäjälle.
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DA+
DA- Grundläggande isolering mellan

 nät och styr ledning.S

GB Basic insulation between
 mains and control wiring.
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ANALOG
DIM

DALI

DALI
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PHASE-PULSE
CONTROLL

IP40

IP20/IP40 
Surface 
mounted

IP20/IP40 
Surface 
mounted

IP20/IP40
Surface 
mounted

175 1000 147

For use in ventilated or 
unventilated spaces

Can be covered with  
isolating material

Do not over tighten

Inter Connecting Cable
5 x 2.5mm sq  Wago 

Inter Connecting Cable
5 x 2.5mm sq  Wago 
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BETA

BETA OPAL / DELTA / ASYMMETRIC

OPAL                                                         DELTA / ASYMMETRIC
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B

Alt.

For use in ventilated or 
unventilated spaces

OPAL / DELTA / ASYMMETRIC     BETA
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B

Min 140mm

1

3

Do not over tighten

BETA BETA                                                        OPAL                                       DELTA / ASYMMETRIC


